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1. Is an existing (April 1991) Residential Care Facility (R-2.1.1) that has had no 
change to either their license or to the building structure required to have smoke 
detectors in the bedrooms? 
No. There were no smoke detector requirements in sleeping rooms at the time this facility 
was licensed.  
 
 
2. Is at least one manual pull station also required?        
No. There were no pull station requirements for facilities housing six or less at the time 
this facility was licensed.    
 
 


